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BOILER- OVERFIRE AR/ BURNER TESTING

No Overfire Air (5% leakage)

Test # 16 (Day4-T1) 9/8/03 Tue
Test#1 (Dayt-T1) 9/6/03 Sat
Test # 6 (Day2-T1) 9/7/03 Sun
Test # 12 (Day3-T2) 9/8/03 Mon
Test # 13 (Day3-T3) 9/8/03 Mon

10% Overfire Air (1/3 dampers open)
Test # 15 (Day3-T5) <  9/8/03 Mon
Test # 2 (Dayt-T2) % 9/6/03 Sat

Test #7 (Day2-T2) T 9/7/03 Sun
Test# 11 (Day3-T1) & 9/8/03 Mon
Test # 14 (Day3-T4) ¥ 9/8/03 Mon

12% Overfire Air (2/3 dampers throttied}

Test # 18a (Day4-T3) 7 .~ 9/9/03 Tue
Test # 4 (Day1-T4) 9/6/03 Sat
Test # 5 (Dayl-T5) '  9/6/03 Sat
Test # 10 (Day2-T5) '3 9/7/03 Sun
14% Overfire Air (2/3 dampers open)
Test # 17 (Day4-12) % 9/9/03 Tue
Test#3 (Dayl-T3) ¥  9/6/03 Sat
Test#8 (Day2-T3) ' 9/7/03 Sun
Test # 9 (Day2-T4) =~ 9/7/03 Sun
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